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Commercial Kitchen  
Fire Protection / Ventilation functionality 

 

This information sheet has been created to clarify items related to the functionality of installed Fire 

Protection systems and associated Ventilation. 
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1
 NFPA 96 8.2.3 Exhaust Fan Operation.  

 

8.2.3.1 A hood exhaust fan(s) shall continue to operate after the extinguishing system has been activated unless fan 

shutdown is required by a listed component of the ventilation system or by the design of the extinguishing system.  

(This sections intent is to assure that the exhaust fan is operating or made to operate no matter what the switch condition 

is of the fan). 

 
2 
Connection to Fire alarm and detection connected per IFC 2012 Section 904.3.5 

3 
Appliances located under the hood shall be connected to shunt upon activation of the fire extinguishing system. 
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